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RB BLEED RESISTORS
ON CAPACITOR TERMINALS

PB—POWER INPUT BLOCK:
WIRE RANGE—-#18 TO #4 AWG.

TIGHTENING TORQUE 20 IN-LB.

GROUND LUG:
WIRE RANGE—1/0 TO #14 AWG.

1/0 AWG thru 2 AWG 50 IN-LBS. MAX.
4 AWG thru 6 AWG 45 IN=LBS. MAX.
8 AWG 40 IN=LBS MAX.

10 AWG thru 14 WG 35 IN-LBS. MAX.
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HATCHED AREAS ARE SUGGESTED
CUSTOMER WIRE ENTRANCE AND EXIT LOCATIONS

(BOTTOM ENTRANCE ALTERNATE—CONSULT TCI)

|
ENCLOSURE NOT SHOWN

SEE 25077 FOR SCHEMATIC

CUSTOMER IS RESPONSIBLE FOR INSTALLATION
TO MEET ALL NATIONAL AND LOCAL ELECTRICAL CODES.

TCl, LLC CLAIMS

DISCLOSED. IT IS
SUPPLIED WITHOUT

AND MAY NOT BE
TO MANUFACTURE

ANYTHING SHOWN
THEREIN WITHOUT

FROM TCI.

PROPRIETARY RIGHTS IN
THE MATERIAL HEREIN

PREDJUDICE TO ANY
PATENT RIGHTS OF TCI
REPRODUCED OR USED

WRITTEN PERMISSION
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