480V, FUSED DISCONNECT|LI __ __ -——— —1 CUSTOMER CONNECTIONS
.|OR CIRCUIT BREAKERHS — -
ou HZ L3 1 | CUSTOMER CONNECTIONS | T2 LOAD 75 HP AND BELOW : USE MINIMUM 60°C COPPER WIRE CAPCs)
LINE (CUSTOMER SUPPLIED)  — — 13
_l [ | [ [ |_ ABOVE 75 HP : USE MINIMUM 75°C COPPER WIRE 10uF
| 1
< —9
= FACTORY POWER CONNECTIONS
L3fLe Ju1 I R RIS 35UF
Al Ap FUSE ™
AT 10uF
e ) o——= T Y Y . —9
Bl m ) Fulh
BT Mo Y 5 35uF
c1 ce Fu2h H
(\W el
Fu3h 10uF
CONTROL CONNECTIONS (AT) 6 4
(8T
XFMR LEADS GO TO CONNECTIONS FOR 35uf
TAP ON LINE REACTOR FUSE MONITOR
(AT)&(BT) OPTION
CONTROL CONNECTIONS WITHOUT FAN(S) CONTROL CONNECTIONS WITH FAN(S) L
CONTROL CONNECTIONS BLEEDER RESISTORS
BT
en @D o 0 ‘SCHEMATIC FOR FUSE MONLTOR, DPTION
480V. 480V.
L2 L1 L2 L1 © o |
x =
4 2 3 [0 4 2 30 = Clo
— =2 =
Fub Fu4 Fub Fu4 5 —~ |5
] QoL
B -
LOCATION OF SECONDARY FUSING XFMR. LOCATION OF SECONDARY FUSING XFMR. 8 & |8
IF_ SUPPLIED. IF_ SUPPLIED o
NOTE 1 xz X1 CRD-1 ot 1:
FOR PROPER OPERATION 120 V. = FOR PROPER OPERATION
CONNECT AUXILIARY N.O. U6 CONNECT AUXILIARY N.O.
RUN RELAY CONTACT RUN RELAY CONTACT
FROM DRIVE FROM DRIVE
7B
SEE NOTE 1 L SEE NOTE 1 © © &HEIIETDR
L _® T
—0 — —
= = oejee
o CNT = CNT 78 I 2
—
: ) . -
@ A\ 2 2 AR
L CONTACTOR L = CONTACTOR
= s =z
© % ¥ colL Z § g = colL
N SEZ
Qoo g oL NO. C NC.
% % % % % % TERMINAL BLOCK ON PANEL
o|OJO|OJoJOJO|O[O] GOO/ O|0fo TOLERANCES
tlefafefsyefr]e 8 ARE s s 7l e T Lectams oo ss oy | o B /132 N10611 GRANT DRIVE
OI0I0IOIOIOIOIOIOI O ol0IO O Ololo] o THE NATERIAL HEREIN PECA GERMANTOWN, WI 53022
% % % % % % XX N HGL PASSIVE
T T ggpg;%ﬁgxzsg;z F‘RXACXHfoLNA awi 480V SEHENMATIC
- _ STANDARD VERSIO
TO MANUFACTURE + NA
L ee nore XFMR X1 L cee wore u XFMR X1 TEREN Sou e BV sw M7/e5/17M " 30586-25
—L s J —L - &SC\)UE%“PERM\SS\ON ND REVISION DATE BY £ NA SCALE NONE SIZE C sl ol




